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ABSTRACT

This article describes the use of non- or minimally destructive methods to study
damp in San Juan Bautista Church at Talamanca de Jarama in the Spanish province of

D

Madrid. The combination of ground penetrating radar (GPR), electrical resistivity

PT
E

tomography (ERT) and wireless sensor network (WSN) techniques provided sub-surface
information, while data on wall surfaces were collected with contact hygrometry and
infrared thermography. The respective findings and ranges of observation were inter-

CE

related to identify the decay associated with the damp and determine the advantages and

AC

drawbacks of each instrumental method.

1.

INTRODUCTION

Monitoring involves observing one or several parameters to detect possible
anomalies in need of ongoing surveillance [1]. With the development of innovative
detection techniques, its use has extended to a growing number of fields. Monitoring
systems often comprise several types of sensors [2, 3] and instrumentation based on
electrical resistivity [4, 5], wave propagation [6-8] or infrared radiation [9, 10], among
others.
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Many cultural heritage studies conclude with recommendations on monitoring the
risks to which a cultural heritage asset may be subject as part of a preventive conservation
strategy or to avert or minimise damage [11-13]. With the use of non-destructive or
minimally invasive techniques [14], damage can be detected in an incipient stage and
specific action can be taken. This enhances asset maintenance, preventing the decay or
loss of emblematic structures or the need for costly and extensive restoration [1].

PT

As studies on damp in historic buildings are normally based on a single instrumental
technique [15-18], comparison among the various options to determine which is the most

RI

effective is not straightforward. This study aimed to develop a method for monitoring

SC

damp on the walls of a specific building with a view to its more general application to the
built heritage. The case study was conducted on San Juan Bautista Church at Talamanca

NU

de Jarama, a town in the Spanish province of Madrid. A number of non-destructive or
minimally invasive techniques were used to determine the source of the damp on its walls,
as well as any inter-wall differences associated with orientation or composition. The

MA

ultimate aim was to propose preventive action and formulate conservation guidelines. The
approach is applicable to any structure exposed to this type of decay. A comparison was

2.

PT
E

in the architectural heritage.

D

drawn to determine the applicability of each technique to studies on the causes of decay

METHODS

CE

The study objectives were pursued with several non-invasive monitoring
instruments, including data loggers, electrical conductivity and resistivity meters, infrared

AC

thermographic cameras and ground-penetrating radar antennas.
This section describes the study scenario, along with the techniques and
deployment schemes used. The building analysed in the case study was chosen in light of
the intense damp of uncertain origin present in its walls. As several possible sources of
the problem were considered, including indoor variability, leakage, the rise of capillary
water and the type of construction material used, monitoring techniques based on different
physical principles (such as resistivity or wave propagation) were used at different depth
ranges.
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2.1.

SCENARIO

San Juan Bautista Church, located at Talamanca de Jarama in the Spanish
province of Madrid, measures 36.50 m long by 12.70 m wide and 10.50 m high. It was
listed as an historic-artistic monument on 3 June 1931. When this Romanesque church
was built in the twelfth to thirteenth centuries, it had a single nave. Its dolostone apse is
the sole part of the original building that has been conserved [19], for the nave was

PT

demolished in the sixteenth century and rebuilt to Renaissance aesthetics. Two side aisles
were also constructed, with large arches that rest on sturdy columns with richly decorated

RI

capitals and support a Mudejar-style ceiling. The Baroque bell tower was built with

SC

limestone ashlars between the seventeenth and eighteenth centuries [20].
The dolostone ashlars on the church apse, its two entrance portals and the indoor

NU

columns were quarried locally [19, 21]. From the sixteenth century on, the construction
materials used in San Juan Bautista Church were primarily dolostone rubble masonry and

MA

ashlars, mortar, brick and clay filler.
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E

facing a spacious square.

D

The church stands 0.4 m to 0.5 m below street level, with its south-east entrance

Its north (Figure 1c) and south (Figure 1a) perimetric walls are severely affected

AC
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by damp, visible mainly from indoors around the west entrance (Figures 1b and 1d).
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Figure 1. a) South façade of the church showing the indoor area studied from the outside; b)
indoor south wall near the confessional alongside the main (west) entrance; c) north façade showing the

MA

indoor area studied from the outside; d) detail of damp on indoor wall

The areas studied were located on the west end of the north (Figure 1c)) and south

D

(Figure 1a)) walls. They were chosen after being identified as the sites most severely

PT
E

affected by damp preliminary by in-wall, long-term monitoring using wireless sensor
networks [22] and microclimatic studies based on data logger readings [20, 23]
(Figures 1b) and 1d)).

The severity of the problem was governed by the type of

CE

construction materials and procedures [19], outdoor climate and the steep variations in
the indoor microclimate attendant upon the use of heating in winter and its effect on the

AC

conservation of church interiors [19, 20, 23].
The north and south walls, both 0.6 m wide, are made of dolostone and quartzite
ashlars and rubble masonry, brick and joint and surface mortars. On the south façade,
bricks laid with lime mortar surround panes of dolostone rubble masonry. At the base is
has an 0.8 m high dado made with the same dolostone rubble masonry (Figure 1a)).
These same materials are found on the north façade, although laid in a less orderly fashion
(Figure 1c)). Two types of brick masonry were used: on the upper part of the wall, brick
flanks large whitewashed panes, whilst at intermediate heights it flanks smaller panes
where much more mortar was used to receive the dolostone rubble masonry and quartzite
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pebbles. Mortar surfacing and quartzite pebble masonry are particularly prevalent on the
northwest corner of the north wall. The base of this wall to a height of 0.6 m is made of
dolostone rubble masonry and ashlars. Indoors, these walls have multi-layer rendering
around 0.10 m thick which from the outside in consists in paint, a 0.03 m layer of lime
mortar or plaster and a clay filler reinforced with brick and rock fragments. The base of
the walls to a height of 1.0 m to 1.2 m have a cement mortar layer up to 0.05 m thick

ASSESSMENT TECHNIQUES

RI

2.2.

PT

between the lime mortar or plaster and the clay filler.

SC

Cultural heritage buildings in general and the building studied in particular are
characterised by different construction materials with varying performance that may well
lead to very different types of decay under the same environmental conditions.

NU

Reconstruction and refurbishment must therefore be preceded by relative humidity (RH)
and temperature (T) monitoring, as well as by material identification and differentiation

MA

(see section 2.1) to correctly determine the main causes of decay. Damp-related decay
has a number of origins, ranging from capillary water absorption to leakage and
condensation. A detailed study of these origins requires the combined use of different

PT
E

D

techniques.

The non- or minimally invasive techniques used in this study are diagrammed in
Figure 2.
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NON- OR MINIMALLY INVASIVE TECHNIQUES

OUTDOOR
SURFACE

CONDITIONS

2 AREAS CHOSEN, FACING NORTH
AND SOUTH

SUB-SURFACE

INDOOR SURFACE

FLAWS

MOISTURE

IN-WALL CONDITIONS

IBUTTON DATA
LOGGERS,

5 MIN

SENSORS

WIRELESS SENSOR
INFRARED
THERMOGRAPHY

(IRT)
640X480
PIXELS Λ= 7.5 –
13 ΜM
EMISSIVITY =
0.96

ELECTRICAL
CONDUCTIVITY

ELECTRICAL

2.7 M X
2 M GRID,
0.2 M SPACING

TOMOGRAPHY

METER

RESISTIVITY

(ERT) 44 EKG
SENSORS.
0.055 M LINE
SPACING 2D
MODELS

NETWORK (WSN)
1 MIN SAMPLING,
2.4 GHZ,1.8 M OFF
FLOOR, 0.06 M,
0.12 M, 0.18 M
DEEP SENSIRON
SHT25 OPERATING
RANGES:
(T), -40 ºC – 125
ºC; RH, 0-100 %;
PRECISION: 0.2 ºC,
1.8 %

PENETRATING
RADAR (GPR)
GPR P-1000
(1000 MHZ,
SINGLE
CHANNEL)

ACCEPTED MANUSCRIPT
Figure 2. Techniques for monitoring and studying damp

2.2.1. ELECTRICAL CONDUCTIVITY METER

Wall surface damp was measured with a General Electric Protimeter
Surveymaster electrical conductivity meter that determined surface moisture based on the
electrical resistivity between two pins nailed to the wall at 0.0135 m from one another
[24]. This instrument measured moisture content from 7 % to 99 % of wood moisture

PT

equivalent (%WME). Although designed specifically for wood, these meters are widely
used for comparative estimates of the degree of moisture in surfaces with a variety of

RI

construction materials (such as plaster, cement and stone). [22, 25]. The distribution of

SC

the moisture content in the areas studied was mapped with SURFER software [26].
Readings were taken on a grid with points spaced at 0.2 m intervals over an area

NU

measuring 2.5 m to 2.7 m high by 2.2 m wide.

MA

2.2.2. INFRARED THERMOGRAPHY

The apparent temperature distribution in the areas of the walls studied was
determined with a FLIR ThermaCAM B4 infrared thermographic camera (detection range

D

7.5 m to 13 m and 640 x 480 pixel resolution). Infrared thermography, while

PT
E

measuring the apparent surface temperature, can also furnish information on masonry
substrates with plaster or mortar rendering, given the differing thermal properties of the
two materials. A qualitative survey was conducted on the walls analysed here. Inasmuch

CE

as the aim of the thermographic review in this case was to characterise the masonry
underneath the rendering, no correction was made for temperature, relative humidity or

AC

distance and a common fixed emissivity value of 0.96 was defined for all the construction
materials [18]. The images were recorded after heating the church for 30 minutes to
enhance the thermal contrast between the materials.
2.2.3. SENSORS: DATA LOGGERS AND WIRELESS SENSOR NETWORKS

a) Data loggers

Since the monitoring time was relatively short and the acquisition rate (every
5 min) not especially demanding, iButton DS1923 data loggers [27] were deemed to
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suffice to record conditions on the two façade exteriors. These 16.3 mm diameter, 5.0 mm
high devices feature an 8 bit resolution and an operating range for T of -20 C to 85 C
(precision, 0.5 C) and for RH of 0 % to 100 % (precision, 0.6 %) The sensors were
programmed and the data downloaded with iButton 1-Wire Viewer software [28].
b) Wireless sensor networks (WSN)

PT

The information on apparent temperature distribution (C) and relative moisture
values (%WME) obtained was used to install wireless sensors inside the two walls at

RI

depths of 0.06 m, 0.12 m and 0.18 m to establish in-wall T and RH. SmartmoteWS

SC

version 3.21 sensor nodes or motes were positioned at 1.8 m off the floor and used with
a Smartmote version 3.20 base station (Figure 3) [29]. These motes had four inter-

NU

integrated circuit (I2C) T/RH input ports, a 2.4 GHz radio transceiver and 8.5 Ah, 3.6 V
ER26500 lithium batteries. They operate to a tree-type communications topology [3032]. On the grounds of the 100 % success rate for received messages found for this

MA

wireless platform in a wireless communications study [33], it was chosen over other
platforms [34]. The motes, fitted with IP65-rated bodies [35], can operate within a
temperature range of -25 C to 85 C, whereas the Sensiron SHT25 T/RH sensors used in

b)
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a)
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D

the Smartmote network had an operating range of -40 C to 125 C.

Figure 3. a) Version 3.21 mote and b) version 3.20 base station for the Smartmote platform

2.2.4. ELECTRICAL RESISTIVITY TOMOGRAPHY (ERT)

Electrical resistivity tomographic measurements were taken on the north and south
walls using the Wenner [36] technique and a Geolog2000 GeoTom device [37]. In the
Wenner method a current is run through two outer electrodes and the difference in
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potential between the two inner electrodes is measured. Resistivity is then calculated from
Ohm’s law from the following equation:

𝜌=

2𝜋𝑎𝑉

(1)

𝐼

where  is apparent resistivity, a is the distance between electrodes, V the

PT

difference in potential between the two inner electrodes and I the current applied to the
outer electrodes. The current applied to the electrodes is varied at each measuring point

RI

in the cross-section until a reading for V is obtained. The cross-sections obtained taper

SC

depth-wise, for the greater the distance between the outer electrodes the smaller is the
number of measurements. A line of 44 electrocardiogram (EKG) electrode sensors spaced

NU

at 0.055 m was used to obtain two-dimensional cross-sections for the survey [25]. All
abnormally high or low values were purged from the apparent resistivity dataset acquired.
An apparent resistivity pseudo-cross-section was found with least squares inversion,

MA

reiterating until the difference between two consecutive inversion values was under 5 %.
Two profiles were defined: one as a vertical line along the indoor wall and the

D

other perpendicular to it along the floor, with the lower end of the wall profile intersecting

PT
E

with the centre of the floor profile.

CE

2.2.5. GROUND-PENETRATING RADAR (GPR)

GPR has become particularly popular in heritage research in recent years to detect

AC

heritage elements at archaeological sites [38-41] or structural damage [6, 7, 42-45] or
other types of decay [42, 43, 46-48], including damp [49], in cathedrals.
A number of cross-sections of indoor walls and nearby indoor floors were
monitored with GPR in the areas chosen for the study to gather information on in-wall
conditions at greater depth ranges than reached in this study with the ERT and WSN
techniques discussed earlier.
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A US Radar Inc. P-1000 GPR [50] 1000 MHz antenna was used to obtain high
resolution images to penetration depths of approximately one metre (in concrete). An
electromagnetic pulse duration of 4 ns was applied with a 15 ns window.
This technique indirectly revealed the underlying structure in the walls and floors
via the transmission of electromagnetic signals and the subsequent reception of the
reflections generated by the discontinuities present. In physical terms, the technique is

PT

sensitive to all variations in electrical conductivity and permittivity as well as magnetic
permeability to be found in a medium, whether due to lithological changes or the presence

SC

RI

of objects [51, 52].

Three horizontal (parallel to the floor, see Figures 4a) and 4b), above) survey

NU

profiles were defined at heights of 0.1 m, 1.0 m and 2.0 m and a total of 10 vertical
profiles at intervals of approximately 0.5 m (Figures 4a) and 4b), above).

MA

In the floor areas, three survey profiles each were recorded parallel to the south
(Figure 4a), below) and north (Figure 4b), below) walls. A profile perpendicular to the
south wall was also defined (Figure 4a, bottom). Profile nomenclature is shown in

AC
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Figure 4.

Figure 4. GPR survey profiles in a) south-side wall (above, elevation view) and floor (below,
plan view); b) north-side wall (above, elevation view) and floor (below, plan view); solid black outline:
profiles where ERT was also performed

Several electromagnetic wave processing criteria (gain adjustments, frequency
filters) were applied to the radargrams using the 2D and 3D versions of GPR SLICE V7.0
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software. This software features filtering algorithms to post-process the data. The images
were processed by ‘dewowing’, plotting with automatic gain control (AGC) gain and
applying bandpass 200-1100 and background removal filtering, assuming a velocity of

3.

RESULTS

3.1.

ELECTRICAL CONDUCTIVITY METER

PT

0.095 m/s for all the wall layers.

RI

Electrical conductivity meter readings were regarded as essential to determine
damp distribution on the church walls. The technique was likewise imperative for

SC

defining the positions of the points on the wireless sensor network used to record longterm T and RH fluctuations [22], for it detected the most intense moisture fronts. This

NU

information was needed to delimit the area studied, at, above and below each front. The
results delivered by this technique were primarily applicable to the plaster and lime and

MA

cement mortar on the indoor walls of the church, which often mirrored the moisture
content in the rest of the in-wall materials.

D

Monitoring campaigns were conducted in July and November 2011, March 2012

PT
E

and February 2014 to compare the moisture front fluctuations to the variations in outdoor
weather conditions in different seasons of the year. Surface moisture readings were
recorded on the indoor walls in the areas affected by damp on the east and west sides of

CE

the north and south façades of the church.

AC

In both the 2011 and 2012 campaigns, a moisture front was detected at around
1.5 m off the floor in the southwest area in summer, autumn and winter, with WME values
of over 75 % that intensified to over 90 % with rainfall in autumn and snowfall in winter.
The area below 0.5 m exhibited a less uniform distribution of moisture, in which areas
with surface %WMEs of up to 90 % were interspersed with areas with values ranging
from 45 % to 75 %. A similar distribution was found for the southeast wall, where the
moisture front was located at a height of around 1.0 m, although the values in the lower
wall were not as high as on the southwest wall, which was more visibly affected by
surface damp.
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The highest WME values in the northwest, in turn, were found at heights of under
0.5 m, where saturation (>90 % WME) was recorded. Readings of over 75 % were
recorded in the areas higher than 0.5 m, primarily during autumn rains and winter
rain/snow. The values found in the east end of the north wall in the summer were <45 %
WME, which in the autumn tended to rise to 90 % WME at heights of under 1.0 m.
As noted earlier, the distribution of these electrical conductivity meter data

PT

provided the grounds for positioning the points in a wireless sensor network for long-

RI

term, in-wall monitoring [22].

SC

Wintertime readings were repeated on 18 February 2014 in the areas most severely
affected (west end of the south (Figure 5a)) and north (Figure 5b)) walls). The findings

NU

revealed a similar distribution of WME values by area and height, confirming the
persistence and pattern of the damp problems detected. Further to these findings, the study
areas chosen were the north and south walls around the west entrance. Figure 5 shows the

MA

hygrometric results of readings taken on the same day in those two areas. Note the high
%WME values on the northwest wall, possibly due to capillary water rise, where

AC
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problems associated with the stone dado on the southwest wall were also observed.

Figure 5. Results of electrical conductivity meter readings taken on 18 February 2014 a) on the southwest
wall; and b) on the northwest wall of the church [x-axis: (cm); y-axis: (cm); colour scale: %WME]

3.2.

INFRARED THERMOGRAPHY
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The infrared thermographic studies conducted in the church supplemented the
electrical conductivity findings. This technique also distinguished the construction layers
in the walls and hence the construction materials used.
The lower apparent surface temperature in the underside than in the rest of the
north wall (Figure 6a)) was attributed to two factors: its different masonry and a moisture
front that reached a height of 1.0 m to 1.5 m. Surface temperature was highest at

PT

approximately 1.5 m off the floor in an area that warmed more quickly with the heating,
for its rendering had fallen away, lowering its thermal mass. The change in wall masonry

RI

visible on the left in Figure 6a) (west), near the foot of the church, identifies the area

SC

where the façade consists in small rubblestone panels flanked by brick. In the rest of the
wall, the stone dado at the base can be clearly distinguished from the upper brick masonry.

NU

As the thermographic images of the interior and exterior wall around the crucifix
(Figures 6a) and 6b, respectively) show, the masonry substrate under the indoor rendering
was not the same as in the exterior wythe. The indoor image also revealed a number of

MA

thermal anomalies on the surface attributed to rainwater leaks through a crack and the
shrinkage joint between the rubble masonry and the brick wall. The layers comprising
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these wythes and the inward extent of the leakage were studied with ERT and GPR.

Figure 6. Infrared thermographs taken on 18 February 2014 of a) the indoor north wall after
heating the church for 30 minutes; and b) the outdoor north wall at around midday

The aforementioned findings were applied to establish the conditions for using
other techniques in this area. Thermographic surveys conducted in conjunction with
electrical resistivity trials [25] on 24 March 2014 (see section 3.4) showed that the range
of apparent temperature fluctuation was narrower on the north than on the south wall,
where differential behaviour was detected in the most severely decayed areas, at 1.0 m to
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1.8 m off the floor. The thermographic findings for the north wall also identified the areas
where damp was greatest in the shallowest layers (plaster or lime mortar, spalling), at
heights of 0.9 m to 1.3 m.
Thermography confirmed the existence in the south wall of a moisture front at
around 1.5 m off the floor, with areas severely affected by damp under 0.5 m.
SENSORS: DATA LOGGERS AND WIRELESS SENSOR NETWORKS

PT

3.3.

RI

The iButton DS1923 data loggers positioned on church exteriors, together with

SC

the Smartmote wireless sensor network deployed indoors, respectively delivered outdoor
T and RH and in-wall data at a height of 1.8 m and depths of 0.06 m, 0.12 m and 0.18 m.
Conditions were monitored on 24 March 2014 from 11.30 h to 14.00 h in parallel with

NU

the electrical resistivity inspections. The mean outdoor readings were T=12.0 C and
RH=65.4 % on the north façade and T=21.8 C and RH= 36.5 % on the south façade. The

MA

effect of solar radiation was clearly visible in these mean values, with substantially higher
mean temperature and lower mean relative humidity on the south than on the north wall.

D

Figure 7 shows the Smartmote wireless sensor network findings for T and RH

PT
E

inside the wall. Relative humidity values were close to saturation in the north wall, with
severe damp in the upper levels. A temperature gradient was observed, with values
tending to rise slightly in the inward direction. The temperature gradient in the south wall

CE

followed the opposite pattern, with the highest temperatures in church exteriors. Surface
temperatures were slightly higher and less variable in the southwest than in the northwest.

AC

In-wall relative humidity on the south side rose with increasing depth in the outward
direction.

PT
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Figure 7. Smartmote WSN temperature and relative humidity curves at a height of 1.8 m and in-

ELECTRICAL RESISTIVITY TOMOGRAPHY

SC

3.4.

RI

wall depths of 0.06 m, 0.12 m and 0.18 m for a) the north wall and b) the south wall

After the aforementioned results were collected, electrical resistivity tomography

NU

was performed to obtain a multi-point, in-depth view of the walls, in keeping with the

MA

methods described in item 2.2.4.

The vertical line of profile positions was defined to include the points with the

D

highest electrical conductivity meter readings (%WME) [25].
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In the cross-section for the southwest wall (Figure 8a)), the highest apparent
resistivity values (>236087 Ω), possibly denoting low moisture, were found above 1.0 m
and below 0.2 m off the floor. Moreover, several ranges of resistivity values were

CE

detected. In the shallowest layer, to a depth of 0.16 m, resistivity varied with height, with
lower apparent values (<113 Ω) over around 1.0 m, which were associated with a higher

AC

relative moisture content. That finding confirmed the presence of the moisture front
detected with the electrical conductivity meter. A threshold height at 1.0 m to 1.2 m was
also observed, with resistivity values in the intermediate range (113 -776 Ω) below it and
in the low range (interpreted to denote higher moisture) above it. The exception was a
thin horizontal layer just over 1.2 m that concurred with the moisture front detected with
the electrical conductivity meter, where apparent resistivity was lowest (<16.8 Ω,
denoting maximum moisture, salts or both).
The study conducted on the floor on the southwest side of the church (Figure 8b))
showed substantially lower apparent resistivities than the vertical cross-section, with
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maxima of around 200 Ω, indicating that the moisture or salt content or both was
generally higher than in the wall. This cross-section also revealed the presence of a
surface layer with a higher moisture content (lower electrical resistivity, 14.8 ) and
two large areas with values upward of 119 Ω and depths greater than 0.2 m, interpreted
to be a tomb in light of their morphology and the context. Since the floor had such low
resistivity, particularly where its outer surface abuts with the wall, and intermediate

PT

values (24.8 Ω - 41.9 Ω) at depths of 1.6 m to 2.0 m, the origin of the damp in this case
was interpreted to be capillary water rising from the subsoil. That effect would be
intensified by surface water, inasmuch as the church stands below street level and is

AC
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D
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SC

RI

flanked by a slightly downward sloping outdoor pavement.
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b)
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a)

Figure 8. GeoTom profiles in the southwest a) wall; and b) floor of the church

ACCEPTED MANUSCRIPT
On the north wall, in turn (Figure 9a)), the moisture content was observed to be
high (≈300 Ω) in the medium-high part of the wall, at heights greater than 0.88 m (yaxis). This moisture (low resistivity) persisted up to a depth of 0.22 m (x-axis) across the
entire vertical profile and up to 0.44 m at around mid-height (1.0 m to 1.3 m). The
resistivity gradient was indicative of a predominant downward flow of moisture from the
upper part of the wall, for the moisture content was lower in the mid-low heights, with
resistivity values of over 851 Ω. Nonetheless, moisture peaks (resistivity nadirs) were

PT

detected in the shallowest areas on the lower wall (at a height of around 0.3 m and depth
of around 0.11 m and a height of 0.6 m and depth of 0.05 m), along with moisture nadirs

RI

(resistivity peaks) likewise near the surface at higher elevations (height of 0.7 m and depth

SC

of 0.30 m).
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As in the south cross-section (Figure 8), resistivity values were found to be
generally lower in the floor than in the wall. That the lowest resistivity (highest moisture)
values were not found in the shallowest layers along the wall-floor joint (Figure 9b))

MA

provided further support for hypothetical rainwater leakage in the upper part of the wall
as the origin of the damp. Nonetheless, low resistivity (< 62 Ω) was also observed at
depths of up to 0.20 m, interspersed with areas of very low resistivity (<29 Ω). The

D

highest resistivities (>133 Ω) were recorded at the greatest depths (>0.33 m), perhaps due

PT
E

to the presence of tombs. This somewhat higher resistivity area appeared to persist across
the greatest depth studied, contrary to what was observed for the south-side floor, where
low resistivity areas (0.45 m deep, resistivities

<41.9 Ω) were observed to be

CE

interspersed, due in all likelihood to the presence of filler materials that would favour

AC

capillary water absorption in that wall.

ACCEPTED MANUSCRIPT

a)

AC

CE

PT
E

D

MA

NU

SC

RI

PT

b)

Figure 9. GeoTom profiles in the northwest a) wall; and b) floor of the church
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3.5.

GROUND PENETRATING RADAR

The GPR readings for this study were taken on 22 April 2014. Of the many crosssections generated in the field study, this paper discusses only the ones that have a bearing
on the other techniques deployed. The x-axis of the radargrams represents the distance in
metres of antenna travel in the direction described in item 2.2.5, from the starting to the
end point on the survey profile: height-wise on the wall and width-wise on the floor. The

PT

profile or bandpass number across which the 1000 MHz travelled is specified on each
radargram. The right-hand scale on the y-axis represents the delay between the time the

RI

pulse was emitted by the source and the time the echo or reflection was detected by the

SC

receiver (as both are on the surface, this is the time needed for the wave to travel twice
the distance to the target, known as two-way travel time in ns) [53], while the left-hand

NU

scale on the y-axis represents the depth of penetration inside the wall. The qualitative
colour scale on the right represents the amplitude of the received wave.

MA

a) South wall, vertical cross-sections

The most representative vertical cross-sections (profiles 1, 2, 4, 6 and 9 in

D

Figure 4a)) on the south wall, including the vertical cross-section or radargram that

PT
E

concurred with the ERT profile (\bandpass\6), are shown in Figure 10.
The GPR findings for that wall detected a change in medium at a height of around

CE

0.9 m to 1.0 m, which concurred with the height of the dado, above and below which clear
differences were observed. The purple areas in these radargrams are indicative of the

AC

thickness of the plaster and cement mortar, in which a strip of a thinner layer of plaster is
also visible. The blue line in Figure 10 represents the street level: the part of the crosssection lying to the right of that line was located above street level.
GPR confirmed the presence of moisture at heights of approximately 1.0 m to
1.5 m (red outline in Figure 10), where electrical resistivity values were very low (< 20 Ω)
in the shallowest layers. Reflections were barely received in this area at any depth.
Although according to the ERT findings, moisture at these heights declined substantially
in the deeper layers (>0.10 m, >766 Ω), GPR recorded scant reflections in that height
range across the entire thickness of the wall (Figure 10). That finding was attributable to
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the moisture in the surface-most layers in the wave path, which slowed its velocity,
inducing a loss of energy and perhaps adversely affecting the reliability of the results.
The vertical radargrams for this south wall also showed a series of greater
reflections at heights of over 1.5 m (see black line in bandpass\6, Figure 10) which, in the
absence of medium differences, were interpreted as lower moisture content. That
concurred with the high electrical resistivity and low humidity (Figure 8a)) found with

PT

ERT, possibly reflecting the effect of solar radiation. In other words, whilst moisture
(resistivities 100 , Figure 8a)) was present in the shallowest layers, its impact on the

RI

cement mortar and hence on wave attenuation was lower, from which it may be surmised

SC

that even in the presence of moisture in shallow layers, GPR can detect lower moisture in

AC

CE

PT
E

D

MA

NU

layers at greater depths.
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Figure 10. Radargram for the vertical survey profile that coincided with the electrical resistivity

PT

profile on the south wall; solid red outline: areas with scant reflections indicative of high moisture
content; dashed purple outline: plaster and cement mortar layers; solid blue line: street level; solid white

RI

line: characteristic reflections or reflections for outside surface of wall; solid black line: lower boundary

SC

of area affected by solar radiation.

The wave reflections that identify the outside surface of the wall were observed

NU

to be delayed in the dado area at around 0.5 m and the upper wall at around 1.5 m to 1.7 m
(white line, bandpass\6, Figure 10). That delay was associated with the moisture content

MA

detected in the shallow layers by ERT, where resistivities on the order of 100 Ω were
recorded. New reflections (white line, bandpass\6, Figure 10) appeared at a height of
around 1.0 m in the shallowest 0.20 m of the wall, possibly due to the presence of moister

PT
E

D

layers underneath dryer, shallower layers, as observed with ERT (Figure 8a)).
Amplitudes were greater in the dado than at other heights in all the vertical crosssections. This lower part of the wall exhibited areas with greater or lesser intermediate

CE

moisture content and areas with no reflections (cross-sections 4 and 9, Figure 10) at
heights under 1 m.

AC

The radargram for survey profile 1 revealed the presence of moisture in some
points around the confessional, most conspicuously in the dado. This finding was
consistent with the saturation (RH in the 95 % to 100 % range) detected by the sensors in
the preliminary monitoring campaigns [22]. As a rule, moisture content was greater
around the confessional in the lower areas of the wall (profiles 1, 2 and 4, Figure 4).

b) South wall, horizontal cross-sections
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Substantial differences were observed among the horizontal cross-sections for the
south wall (Figure 11) depending on whether they were on (profile 12, 1.0 m), above

MA

NU

SC

RI

PT

(profile 13, 2.0 m) or below (profile 11, 0.0 m) the moisture front (see Figure 4).

Figure 11. Horizontal radargrams on the south wall of the church; solid red outline: electrical

D

wire; dashed white line: inward boundary of shallow mortar layers; solid white line: reflection indicating

PT
E

outside surface of wall

A high moisture content was observed in the plaster and cement mortar, with no

CE

reflections in these shallow layers in any of the cross-sections. Reflection amplitudes
were generally similar for the profile 11 and 12 cross-sections (Figure 11), with a few

AC

areas with greater amplitude in 11 attributable to the dado and cavities in the dolostone.
The moisture composition in the profile 12 cross-section was less uniform along the
moisture front. The areas lacking reflections (dashed red lines, Figure 11), which are
indicative of a high moisture content, delayed the reflection denoting the outside surface
of the wall. Nonetheless, the cross-section for profile 13 exhibited reflections with very
large amplitudes at depths of 0.37 m to 0.56 m, denoting lower moisture content due to
solar radiation, as this profile was located above the moisture front. This cross-section
also contained a reflection in the shallowest layers (solid red outline in Figure 11) at a
distance of around 2.2 m attributable to an electrical socket that feeds power to one of the
church lamps.
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c) North wall, vertical cross-sections
Figure 12 shows the radargrams for some of the north wall vertical survey profiles.
Unlike the south façade, the north wall exhibited no media differences, despite its 0.6 m
high rubblestone dado, which is compositionally comparable to the stone masonry on the
rest of the façade.

PT

In the cross-section for the profile that concurred with the electrical resistivity
profile (\bandpass\survey_21, Figure 12), the GRP findings showed that the reflection

RI

denoting the outside surface of the wall (white line) was deeper in the shallowest 0.50 m

SC

than in the rest of the cross-section. In other words, the wave travelled more slowly (twoway time around 18 ns) in those first few centimetres, indicating the presence of a higher

NU

moisture content there. The two-way times recorded here were similar to the times
observed for the moisture front observed at a height of 1.0 m to 1.5 m on the south wall
(Figure 10). This was consistent with the electrical conductivity meter readings for that

MA

wall, which detected the highest moisture range, with values of 60 % to 95 %, at a height
of 1.30 m to 1.40 m. On the north wall, heights of under 0.5 m (dado), and occasionally

D

and randomly up to 1.5 m also exhibited moisture in this range.

PT
E

Variable phenomena were detected in the shallowest layers in the aforementioned
cross-section, while amplitudes were smaller at heights of just under 2 m, which
concurred with the minimum resistivities observed with ERT (Figure 9a)). Despite the

CE

large amplitudes in the area around 1.35 m, the two-way time for the respective reflection
was greater. That finding was consistent with the ERT resistivity readings for the

AC

intermediate heights: 200 Ω to 300 Ω (Figure 9a)).
Although this was the cross-section for the profile that concurred with the site of
the ERT readings, all the other vertical cross-sections of the north wall were also studied.
That analysis showed that the distribution of high moisture content differed from crosssection to cross-section on the north wall as well as between these radargrams and the
south wall radargrams. In light of Figure 12, cross-sections 18, 19 and 26 (Figure 12)
acquired particular significance. In all three, scant reflections were detected at heights of
over approximately 1.4 m, the areas most representative of the high moisture content in
the wall. This paucity of reflections and the small amplitude of the few detected might be
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interpreted to attest to wave attenuation by the high moisture content in the shallowest
layers or alternatively to the presence of moisture farther into the wall. The latter cannot
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be ruled out, in light of the large areas on the outer façade affected by damp (Figure 6b)).
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Figure 12. Radargram for the vertical profile that coincided with the electrical resistivity profile
on the north wall of the church; solid black line: outside surface of wall; solid white line: reflection
indicating outside surface of wall

Figure 12 shows a difference in wave behaviour between the moister layers closest
to and the dryer layers farthest from the surface (>0.20 m), where interspersed larger
amplitudes were observed. The electrical resistivity readings (Figure 9a)) at the depth

PT

reached with that technique, in turn, were upward of 800 Ω at heights of over 1.4 m. The
inference to be drawn from these two findings is that in this medium and this cross-

RI

section, GPR detected and distinguished between moist and dry areas (Figure 12).
Therefore, in the cross-sections with scant reflections at heights of over 1.4 m, moisture

SC

was interpreted to extend to the outside of the wall. That interpretation was supported by
the surface moisture detected by electrical conductivity in this area (Figure 5). Evidence

NU

was also found for the heavy impact of surface water leakage in these upper areas, which
penetrated through to the shallowest indoor layers (<0.20 m) where saturation had been

exteriors in some cross-sections.

MA

detected by wireless sensors [25]. High moisture content was observed along the wall

PT
E

D

d) North wall, horizontal cross-sections
As shown in Figure 13, which reproduces the radargrams for the horizontal
profiles on the north wall, the highest moisture content in deep layers was detected in the

CE

cross-section for profile 30 (2.0 m), confirming the hypothesis established on the grounds
of the ERT findings to the effect that the origin of the damp was rainwater leakage from
the upper levels. The cross-section for the lowest height profile (28) exhibited a wave

AC

amplitude distribution visibly similar to the pattern observed on the south wall.
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RI

PT

ACCEPTED MANUSCRIPT

Figure 13. Horizontal radargrams for the north wall of the church; dashed red outline: area with no

NU

reflections; solid white line: reflection indicating outside surface of wall

MA

Due to the constraints on physical access with the GPR instruments, the floor
profile closest to the wall did not concur exactly with the profile analysed with ERT,
although they were within 0.1 m to 0.2 m of one another. The GPR profile was sited over

PT
E

D

stone pavers.

e) South side floor cross-sections

CE

Figure 14 shows some of the floor cross-sections analysed on the south side of the
church. In the cross-sections for profiles 15 and 16 (Figure 4), a change from a more to a

AC

less compact medium was detected at a depth of around 0.37 m, where the infill gave way
to the original soil. A few reflections attributed to the pavers were observed in the profile
15 cross-section, which had no underlying structures, according to the church staff. The
change from infill to soil appeared at a depth of 0.19 m in the cross-section for profile 17,
sited at a farther distance from the wall. The cross-section for profile 14, which was
perpendicular to the other cross-sections in Figure 14, also exhibited a reflection denoting
a change of medium, represented by a white line present at a depth of 0.37 m in the profile
15 and 16 cross-sections and at 0.19 m in the cross-section for profile 17.
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MA

Figure 14. Under-floor radargrams alongside the south wall of the church; solid red outline: pavers; solid
white line: change of medium; dashed white line: lower boundary of upper-most mortar layers severely

D

affected by damp

PT
E

f) North side floor cross-sections
Figure 15 shows some of the wave transmission findings for the under-floor crosssections alongside the north wall. Profile 31 was closest to the ERT profile (Figure 4).

CE

Overall, large areas with no reflections were observed at depths of over 0.37 m, where
the medium was observed to change, as it did under the floor along the south wall. On

AC

this north side, the reflection denoting the change of medium also appeared at 0.19 m in
the cross-section for profile 33, the one farthest from the wall. The GPR findings likewise
confirmed that the original soil contained more moisture along the north than along the
south wall. In the former, larger areas with scant reflections were found primarily in the
cross-sections closest to the wall (profiles 31 and 32), which was consistent with the
results of surface monitoring in this area (Figure 5).
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Figure 15. Under-floor radargrams alongside the north wall of the church; dashed red outline: area with

4.

MA

no reflections; solid white line: change of medium; solid white outline: pavers

DISCUSSION AND CONCLUSIONS

D

This study involved the joint use of non- or minimally destructive techniques to

observed to differ.

PT
E

determine the origin of damp affecting a building. Their range of observation was

CE

The main pillars on which the viability and range of each technique rest are
affordability and accessibility or ease of use on the one hand and on the other, the depth

AC

to which acceptably precise results are obtained.
4.1.

Comparison of affordability and accessibility

This section compares the price and ease of use of the monitoring techniques
deployed. An affordability scale of 0 to 5 was defined, in which 0 was the least and 5 the
most expensive technique on the market at this writing. An accessibility score of 0 was
attributed to techniques requiring a good command of the subject to use the equipment
and correctly interpret the results, whereas a score of 5 was attributed to techniques in
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which equipment operation calls for no prior knowledge and interpretation of the results
is simple and intuitive. Comparison results were:


Dataloggers/Electrical conductivity meter: affordablity (1) & accessibility

IR: affordablity (3) & accessibility (4).



WSN: affordablity (2) & accessibility (3).



ERT: affordablity (5) & accessibility (2).



GPR: affordablity (4) & accessibility (1).

RI



PT

(5).

SC

Data loggers and electrical conductivity meters are the most inexpensive and
accessible instruments, for they require no extensive knowledge to interpret the results.

NU

Electrical conductivity meters provide fuller information on wall surface conditions.
Nonetheless, new low-cost IR thermographic products are being launched on the market
[54-56], raising the affordability of these likewise intuitively operated instruments, which

MA

deliver the most readily interpreted results. Wireless sensor networks, in turn, feature the
best price-ease of use ratio, whilst ERT and GPS are the costliest and least accessible

D

techniques from the standpoint of understanding their operating principles and exploiting

4.2.

PT
E

the results, which call for professional expertise.
Comparison of scope and precision of results

CE

a) Electrical conductivity meter, IR and WSN

AC

Electrical conductivity meters and infrared thermography deliver rough estimates
of the extent of damp on wall surfaces, furnishing qualitative information on the areas
where depth studies should be undertaken using techniques such as ERT or GPR or where
long-term WSN monitoring sensors should be positioned. For sub-surface inspection, the
other study techniques used here are required. In this study wireless sensor networks
proved to be very useful, for they provide for long-term monitoring at a low cost, either
after a preliminary electrical conductivity or thermography analysis or to determine
variability in a given number of points after ERT or GPR surveys.
b) ERT and GPR
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When sub-surface conditions need to be monitored in an area where the number
of reading points is larger than could be feasibly instrumented with WSN, the techniques
of choice are ERT or GPR.
The depth reached with GPR can be equalled by ERT by increasing the distance
between electrodes, although to the detriment of the resolution delivered. When the
purpose is to distinguish between areas with widely varying moisture contents, ERT is

PT

more precise. In this study, the absence of GPR reflections in areas with a high moisture
content in the shallowest layers was found to distort the results for deeper and dryer

SC

RI

layers.

Another conclusion that can be drawn from the present findings is that the range

NU

of changes in moisture content that can be detected with GPR, expressed in terms of
electrical resistivity values (Figures 12 and 13), can be delimited. On a qualitative scale
(high, intermediate, low), high moisture contents would be associated with resistivity

MA

values of under 20 Ω. In media with very moist shallow layers, GPR reflections could be
discerned at deeper layers when ERT readings fluctuated between around 100 Ω and

PT
E

c) Conclusions

D

500  or greater.

The ERT and GPR cross-sections for the same profile on the south wall identified

CE

a moisture front at around mid-height of the area analysed (1.0 m to 1.5 m), while GPR
detected a change in medium between the dado and the masonry in the rest of the wall.

AC

The moisture content was so high at the front in the surface mortar layers that the wave
was practically attenuated, with barely any reflections recorded along the outside of the
wall. Under these conditions, the reflection denoting the outside surface of the wall
exhibited a longer delay. ERT, however, showed that at a depth of 0.20 m from the indoor
surface, resistivity values rose and the moisture content declined due to the effect of solar
radiation on the exterior brick and rubblestone masonry. The high moisture content in the
centimetres closest to the indoor wall surface observed with ERT and GPR in areas
around the confessional at heights of under 0.5 m were also detected by the sensor
networks, which recorded saturation in these areas [22].
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The GPR cross-section for the profile on the north wall that concurred with the
ERT profile on that wall showed no medium change, inasmuch as the dado is
compositionally similar to the large quartzite rubble masonry found in the rest of the wall.
Even though this was among the most uniform cross-sections, however, higher moisture
content was observed in the shallowest layers at heights of approximately 1.2 m and over.
A reflection denoting changes in moisture also appeared, with minimum two-way times
at around 1.3 m and in the upper areas near the 2.0 m survey limit. In the cross-section of

PT

the wall surveyed with both techniques, GPR was able to distinguish changes in moisture
content (where the ERT readings varied from 100 Ω to 800 Ω). Very high moisture

RI

content was also recorded inside the wall in other vertical cross-sections at heights of over

SC

1.3 m to 1.5 m. These findings were consistent with the electrical conductivity meter
results (Figure 8) and the infrared thermography data for façade exteriors (Figure 9),

NU

providing support for the complementarity of thermography and GPR results.
An analysis of the findings delivered by the techniques used showed that the

MA

highest moisture content was detected at an intermediate height on the south wall (1.0 m
to 1.5 m, between the stone ashlar/rubble masonry dado and the rest of the wall, where

D

brick masonry flanks rubblestone panels) and at higher elevations on the north wall. The
latter was attributed to the greater sorptivity of the clay filler inside the north wall and the

PT
E

mortar surfacing and fill in its large rubblestone panels.
A qualitative comparison of resistivities revealed that moisture was greatest in the

CE

shallowest layers in the upper part of the north wall, with very high values also recorded
at mid-height. The main construction materials were also detected. The layers most

AC

severely affected by the moisture content were the clay fillers and the plaster, lime and
cement mortar surfacing. On the south wall the moisture content distribution by height
exhibited very high resistivity values (indicative of very low moisture content) in the
deeper layers at higher elevations, attributed to the effect of solar radiation (Figure 12).
Moisture content was very high in the shallowest indoor layers, primarily at around 0.5 m
and 1.5 m, where the electrical conductivity meter detected surface moisture fronts. The
presence of these fronts inside the wall was subsequently confirmed by the wireless
network. The resistivity value ranges were lower for the north than for the south wall
cross-sections, indicating that the moisture content was higher in the former, generally
speaking.
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GPR proved to be the most accessible and efficient technique for studying the
under-floor profiles, followed by ERT, which called for more elaborate instrumentation.
The floor radargrams were fairly similar on the north and south sides of the church, whilst
the lowest resistivity values (highest moisture content), recorded for the shallowest layer
on the south side, were attributed to capillary water absorption. Low resistivity was also
observed on the north side at somewhat deeper layers than in the south. The resistivity
ranges were similar, with the highest values found at depths of 0.1 m to 0.2 m. Resistivity

PT

was highest (moisture lowest) at around mid-length of the floor profile monitored (0.8 m
to 1.6 m) through to the lowest depth monitored, although on the south side areas with

RI

higher values were also observed at a depth of around 0.4 m, denoting the presence of

SC

less uniform filler materials.

NU

The conclusion drawn from the joint use of the two techniques was that the origin
of the damp was the rise of capillary water on the north and south sides, intensified on the
north by rainwater leakage. Solar radiation-governed wet-dry and salt dissolution-

is visible from inside the church.

MA

crystallisation-rehydration cycles inside the south wall favour decay in this wall, which

D

In light of these findings, the guidelines to be followed to stay the effects of decay

PT
E

consist in reducing capillary rise. That would entail replacing the cement layer with a
mortar more permeable to water vapour to favour evaporation. It would also be advisable
to prevent water inflow from outside the church by building a protective shield or an air

CE

space to ventilate the foundations. Rainwater leakage should be remedied by modifying

AC

the eaves or installing gutters to re-channel surface water, particularly on the north façade.
In addition to this direct action, indoor microclimatic conditions and with them
wall moisture content should also be monitored. Wireless sensors installed to alert to rises
in moisture should be combined with a system to automatically ventilate the church and
help keep its walls dry.
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Highlights
A complete study by NDT for moisture control in the cultural heritage is developed



Evaluation methodology with GPR, ERT, WSN, IRT and contact hygrometry.



Observation ranges were inter-related to identify decay in construction materials



Advantages and drawbacks of each instrumental method are described.



Innovative applications of geophysical techniques for moisture control.
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